REHP Series

Electric Heat Pump Water Heater
Installation and Operation Manual
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2.4 Coin Cell Battery Warnings
A WARNING

 INGESTION HAZARD: This product contains a buttoncell

or coin battery.
- DEATH or serious injury can occur if ingested.
« A swallowed button cell or coin battery can cause

Internal Chemical Burns in as little as 2 hours.
. KEEP new and used batteries OUT OF REACH of CHILDREN., &=

- Seek immediate medical attention if a battery is suspected
to be swallowed or inserted inside any part of the body.
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3. Understanding Heat Pump

Water Heater
31 Operating Principle
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4. About the Water |
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4.3 cComponents
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5. Installation Instructions
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5.3 Recommended Locations for Maximum

Energy Saving
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5.4 Inspect Shipment
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5.5 Positioning the Heat Pump
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5.6 Thermal Expansion
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5.7 Water Supply Connections
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5.8 Condensate Drain
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5.9 Typical Installation
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of water.

DO NOT turn on the electrical supply or operate this water heater unless it is completely full
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513 Insulation Blanket
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514 Hot and Cold Pipe Insulation Installation
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515 Ducting Requirements
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5151 Installation Considerations for Improved Performance
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6. Operating Instructions
6.1 Start-Up Information
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6.2 Operation

6.210verview
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6.2.2 Control Panel Location
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6.2.3 Display lcon Explanation
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